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Water temperatures to 
prevent scalding and storage 
to prevent the growth of 
Legionella
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cold water feed

tempered water 

• 55°C to personal hygiene  

• 50°C to personal hygiene  

• 45°C to early childhood centres, schools, facilities for the aged

hot cylinder at min. 60°C to 
prevent growth of Legionella 
bacteria

stop valve

tempering valve

check with manufacturer of tempering  
valve for minimum working head

vent or valve if high pressure system

hot water to kitchen sink

stop valve
drain


